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1. NO WORK SHALL COMMENCE ON THIS PROJECT UNTIL NO WORK SHALL COMMENCE ON THIS PROJECT UNTIL ALL REQUIRED PERMITS ARE EXECUTED BY LOCAL BUILDING AUTHORITIES. FAILURE TO COMPLY MAY RESULT IN REMOVAL OF WORK-IN-PLACE FOR INSPECTION AND / OR CODE COMPLIANCE. ALL COST ASSOCIATED WITH REMOVAL, CHANGES, AND RECONSTRUCTION SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR. 2. DO NOT SCALE THESE DRAWINGS DO NOT SCALE THESE DRAWINGS 3. ALL WORK ON THIS PROJECT SHALL BE COMPLETED IN ALL WORK ON THIS PROJECT SHALL BE COMPLETED IN ACCORDANCE WITH FEDERAL, STATE AND LOCAL CODES. 4. DEFECTS IN SERVICE: DEFECTS IN SERVICE: THE OWNER SHALL PROMPTLY REPORT TO STUDIO [INTRIGUE] ARCHITECTS ANY DEFECTS OR SUSPECTED DEFECTS IN THE SERVICES OF WHICH THE OWNER BECOMES AWARE, SO THAT STUDIO [INTRIGUE] ARCHITECTS MAY TAKE MEASURES TO MINIMIZE THE CONSEQUENCES OF SUCH A DEFECT. THE OWNER FURTHER AGREES TO IMPOSE A SIMILAR NOTIFICATION REQUIREMENT ON ALL CONTRACTORS IN ITS OWNER/CONTRACTOR CONTRACT AND SHALL REQUIRE ALL SUBCONTRACTS AT ANY LEVEL TO CONTAIN A LIKE REQUIREMENT. FAILURE TO NOTIFY SHALL RELIEVE STUDIO [INTRIGUE] ARCHITECTS OF THE COSTS OF REMEDYING THE DEFECTS ABOVE THE SUM SUCH REMEDY WOULD HAVE COST HAD PROMPT NOTIFICATION BEEN GIVEN WHEN SUCH DEFECTS WERE FIRST DISCOVERED.  5. DESIGN / DOCUMENT OWNERSHIP:  DESIGN / DOCUMENT OWNERSHIP:  DRAWINGS, DESIGN & SPECIFICATIONS, AS INSTRUMENTS OF SERVICE, AS WELL AS THE DESIGN OF ANY WORK PRODUCED BY STUDIO [INTRIGUE] ARCHITECTS SHALL REMAIN THE PROPERTY OF STUDIO [INTRIGUE] ARCHITECTS WHETHER THE PROJECT WHICH THEY ARE INTENDED FOR IS EXECUTED OR NOT. STUDIO [INTRIGUE] ARCHITECTS HOLDS THE COPYRIGHT AND ANY AND ALL RIGHTS ASSOCIATED THEREWITH FOR THE INSTRUMENTS OF SERVICES AND THE FINISHED WORK, INCLUDING THE RIGHT TO SELL, PUBLISH, MAKE DERIVATIVE WORKS OR USE IN ANY MANNER DESIRED. THE CLIENT OF STUDIO [INTRIGUE] ARCHITECTS SHALL BE PERMITTED TO OBTAIN COPIES OF THESE INSTRUMENTS OF SERVICE FOR THEIR USE IN THE OCCUPANCY AND PLANNING OF THIS PROJECT. THE DRAWINGS, SPECIFICATIONS AND/OR DESIGN SHALL NOT BE USED BY THE CLIENT OF STUDIO [INTRIGUE] ARCHITECTS ON OTHER PROJECTS, FOR ADDITIONS TO THIS PROJECT, OR FOR COMPLETION OF THIS PROJECT BY OTHERS EXCEPT BY AGREEMENT IN WRITING AND WITH APPROPRIATE COMPENSATION TO STUDIO [INTRIGUE] ARCHITECTS. THE CLIENT IS GRANTED A LIMITED REPRODUCTION LICENSE TO REPRODUCE DRAWINGS AND SPECIFICATIONS AS NEEDED IN THE EXECUTION OF THIS PROJECT. SHOULD THIS AGREEMENT BE TERMINATED, THE LIMITED LICENSE IS TERMINATED. IF TERMINATION IS DUE TO BREACH OF CONTRACT BY ARCHITECT, THE LICENSE IS TERMINATED, AND A NEW LICENSE SHALL BE GRANTED FOR THE CLIENT TO CONTINUE WITH A NEW DESIGN PROFESSIONAL. THE CLIENT IS NOT PERMITTED UNDER ANY CIRCUMSTANCES TO SELL, LEASE, RENT, PUBLISH OR OTHERWISE DISTRIBUTE THESE INSTRUMENTS OF SERVICE OR DESIGNS TO OTHER PARTIES WITHOUT THE EXPRESS WRITTEN CONSENT OF, AND APPROPRIATE COMPENSATION AND CREDIT TO, STUDIO [INTRIGUE] ARCHITECTS. 6. ELECTRONIC DOCUMENTS: ELECTRONIC DOCUMENTS: THE CLIENT OF STUDIO [INTRIGUE] ARCHITECTS HAS NOT BEEN GRANTED A LICENSE TO OBTAIN, UTILIZE OR DISTRIBUTE ELECTRONIC FILES CONTAINING INSTRUMENTS OF SERVICE OR DESIGNS OF STUDIO [INTRIGUE] ARCHITECTS WITHOUT THE EXPRESS WRITTEN AGREEMENT OF, AND APPROPRIATE COMPENSATION TO: STUDIO [INTRIGUE] ARCHITECTS. 7.  CONSTRUCTION MEANS AND METHODS:  CONSTRUCTION MEANS AND METHODS: CONSTRUCTION MEANS AND METHODS: : CONSTRUCTION MEANS AND METHODS ARE SOLELY THE RESPONSIBILITY OF THE CONTRACTOR FOR THE PROJECT. STUDIO [INTRIGUE] ARCHITECTS ASSUMES NO RESPONSIBILITY FOR THE CONSTRUCTION MEANS AND METHODS PROVIDED BY THE CONTRACTOR, NOR SHALL ANY REVIEW OR OBSERVATION OF WORK BY STUDIO [INTRIGUE] ARCHITECTS RELIEVE THE CONTRACTOR OF THAT RESPONSIBILITY. 8.  CONSTRUCTION OBSERVATION:  CONSTRUCTION OBSERVATION: CONSTRUCTION OBSERVATION: UNDER THIS AGREEMENT, CONSTRUCTION OBSERVATION, IF PROVIDED IN THE PROPOSAL BY STUDIO [INTRIGUE] ARCHITECTS, IS INTENDED SOLELY TO MONITOR GENERAL CONFORMANCE WITH THE PLANS AND SPECIFICATIONS PRODUCED BY STUDIO [INTRIGUE] ARCHITECTS AND IS NOT A GUARANTEE THAT THE CONTRACTOR HAS PROPERLY PERFORMED ITS WORK. A SEPARATE WRITTEN AGREEMENT DETAILING THE EXTENT OF OBSERVATION AND/OR INSPECTION MAY BE PROVIDED, IF DESIRED. IN THE ABSENCE OF ANY SUCH OVERRIDING AGREEMENT, THE CONDITIONS STATED ABOVE SHALL REMAIN IN EFFECT. 9. REQUEST FOR CLARIFICATION OR INTERPRETATION REQUEST FOR CLARIFICATION OR INTERPRETATION THE OWNER'S AGREEMENT WITH THE CONTRACTOR SHALL STATE THAT THE CONTRACTOR MAY, AFTER EXERCISING DUE DILIGENCE TO LOCATE REQUIRED INFORMATION, REQUEST FROM STUDIO [INTRIGUE] ARCHITECTS, LLC CLARIFICATION OR INTERPRETATION OF THE REQUIREMENTS OF THE CONTRACT DOCUMENTS. STUDIO [INTRIGUE] ARCHITECTS, LLC SHALL, WITH REASONABLE PROMPTNESS, RESPOND TO SUCH CONTRACTOR'S REQUESTS FOR CLARIFICATION OR INTERPRETATION, HOWEVER, IF THE INFORMATION REQUESTED BY THE CONTRACTOR IS APPARENT FROM FIELD OBSERVATIONS, IS CONTAINED IN THE CONTRACT DOCUMENTS OR IS REASONABLY INFERABLE FROM THEM, THE CONTRACTOR SHALL BE RESPONSIBLE TO THE OWNER FOR ALL REASONABLE COSTS CHARGED BY STUDIO [INTRIGUE] ARCHITECTS, LLC TO THE OWNER FOR THE ADDITIONAL SERVICES REQUIRED TO PROVIDE SUCH INFORMATION. 
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10. UNAUTHORIZED CHANGES: UNAUTHORIZED CHANGES: : IN THE EVENT THE OWNER, THE OWNER'S CONTRACTORS OR SUBCONTRACTORS, OR ANYONE FOR WHOM THE OWNER IS LEGALLY LIABLE MAKES OR PERMITS TO BE MADE ANY CHANGES TO ANY REPORTS, PLANS, SPECIFICATIONS OR OTHER CONSTRUCTION DOCUMENTS PREPARED BY STUDIO [INTRIGUE] ARCHITECTS WITHOUT OBTAINING PRIOR WRITTEN CONSENT OF STUDIO [INTRIGUE] ARCHITECTS, THE OWNER SHALL ASSUME FULL RESPONSIBILITY FOR THE RESULTS OF SUCH CHANGES. THEREFORE THE OWNER AGREES TO WAIVE ANY CLAIM AGAINST AND TO RELEASE FROM ANY LIABILITY, STUDIO [INTRIGUE] ARCHITECTS, ARISING DIRECTLY OR INDIRECTLY FROM SUCH CHANGES. 11. STUDIO [INTRIGUE] ARCHITECTS, ITS CONSULTANTS, STUDIO [INTRIGUE] ARCHITECTS, ITS CONSULTANTS, OFFICERS AND EMPLOYEES ARE NOT RESPONSIBLE FOR JOB SITE SAFETY PRECAUTIONS, COMPLIANCE, MEANS/METHODS. JOB SAFETY IS THE FULL RESPONSIBILITY OF THE GENERAL CONTRACTOR. 12. ALL BIDDERS MUST VISIT THE SITE TO EXAMINE THE ALL BIDDERS MUST VISIT THE SITE TO EXAMINE THE EXISTING CONDITIONS AND ANY OBSTACLES.  NO ADDITIONAL PAYMENT WILL BE APPROVED BY THE OWNER FOR CONDITIONS AND/OR OBSTACLES THAT THE BIDDER COULD HAVE IDENTIFIED THROUGH THE REQUIRED SITE VISIT. 13. CONTRACTOR SHALL INCLUDE THE COST OF ALL CONTRACTOR SHALL INCLUDE THE COST OF ALL LABOR, MATERIALS, STATE SALES TAX AND USE TAXES TO COMPLETE THE PROJECT IN ACCORDANCE WITH THE DOCUMENTS. 14. CONTRACTOR SHALL INCLUDE THE COST OF ALL PLAN CONTRACTOR SHALL INCLUDE THE COST OF ALL PLAN REVIEW, BUILDING PERMITS (INCLUDING TRADE PERMITS) AND INSPECTION FEES NECESSARY TO COMPLETE THE CONSTRUCTION OF THIS PROJECT.  15. CONTRACTOR SHALL PROVIDE AND PAY FOR CONTRACTOR SHALL PROVIDE AND PAY FOR TEMPORARY UTILITIES SUCH AS WATER, ELECTRIC, HEAT, ETC. AS NECESSARY TO COMPLETE PROJECT.  16. CONTRACTOR SHALL VERIFY ALL MEASUREMENTS, CONTRACTOR SHALL VERIFY ALL MEASUREMENTS, DIMENSIONS AND EXISTING CONDITIONS PRIOR TO COMMENCEMENT. PRIOR TO COMMENCEMENT  OR PLACEMENT OF INTERIOR WALLS, THE CONTRACTOR SHALL COMPLETE A PRELIMINARY WALL LAYOUT ON THE FLOOR SYSTEM. NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCEMENT.  17. VERIFY LOCATION OF ALL EXISTING UTILITIES--NOTIFY VERIFY LOCATION OF ALL EXISTING UTILITIES--NOTIFY OWNER OF SCHEDULE TO TURN OFF ANY UTILITIES.  DRAWINGS ARE NOT INTENDED TO SHOW THE LOCATION OF UTILITIES. THOSE SHOWN OR NOTED ARE APPROXIMATE.  18. BARRICADE AND PROTECT WORK AREAS, ADJACENT BARRICADE AND PROTECT WORK AREAS, ADJACENT WALKWAYS AND ACCESSES TO PROTECT WORKMEN, PEDESTRIANS, ADJACENT TENANTS. THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ALL JOB SITE SAFETY PRECAUTIONS AND OBSERVATIONS. 19. AVOID ENCROACHMENT ON ADJACENT PROPERTIES OR AVOID ENCROACHMENT ON ADJACENT PROPERTIES OR TENANT SPACES. THE GENERAL CONTRACTOR SHALL REPLACE AND/OR REPAIR DAMAGE TO ADJACENT PROPERTIES OR TENANT SPACES RESULTING FROM ENCROACHMENT DURING CONSTRUCTION OPERATIONS. 20. KEEP ALL DRIVE LANES AND BUILDING EXITS CLEAN  KEEP ALL DRIVE LANES AND BUILDING EXITS CLEAN  AND CLEAR AT ALL TIMES. 21. THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE THE GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ALL GENERAL CLEANING DUTIES TO REMOVE ALL DEBRIS ASSOCIATED WITH THE DEMOLITION INCLUDING,  BUT NOT LIMITED TO: LOT SWEEPING,  INSPECTION / REPLACEMENT OF HVAC FILTERS, DUSTING, WINDOW CLEANING, ETC.  22. DESIGN/BUILD TRADES DESIGN/BUILD TRADES THE GENERAL CONTRACTOR SHALL EMPLOY THE SERVICES OF AN ELECTRICAL CONTRACTOR TO DESIGN/BUILD A LIGHTING AND ELECTRICAL SYSTEM FOR THE SPACE.  THE E.C. DESIGN/BUILD SERVICES SHALL INCLUDE THE DESIGN AND INSTALLATION OF LIGHTING CONTROLS AND SENSORS IN COMPLIANCE WITH THE MICHIGAN ENERGY CODE. UNDER NORMAL POWER, THE LIGHTING IN THE SPACE SHALL BE DESIGNED SO THAT THE MEANS OF EGRESS, INCLUDING THE EXIT DISCHARGE, SHALL BE ILLUMINATED AT ALL TIMES THE BUILDING SPACE SERVED BY THE MEANS OF EGRESS IS OCCUPIED.  THE MEANS OF EGRESS ILLUMINATION LEVEL SHALL NOT BE LESS THAN 1.0 FOOT-CANDLE AT THE FLOOR LEVEL. UNDER EMERGENCY POWER, THE EMERGENCY LIGHTING IN THE SPACE SHALL BE DESIGNED SO THAT THE MEANS OF EGRESS, INCLUDING THE EXIT DISCHARGE, SHALL BE ILLUMINATED.  THE MEANS OF EGRESS ILLUMINATION LEVEL SHALL NOT BE LESS THAN 0.1 FOOT-CANDLE WITH AN AVERAGE NOT LESS THAN 1.0 FOOT-CANDLE AT THE FLOOR LEVEL. THE GENERAL CONTRACTOR SHALL EMPLOY THE SERVICES OF A PLUMBING CONTRACTOR TO DESIGN/BUILD A PIPING AND SANITARY SYSTEM FOR THE SPACE. THE GENERAL CONTRACTOR SHALL EMPLOY THE SERVICES OF AN HVAC CONTRACTOR TO DESIGN/BUILD AN HVAC SYSTEM FOR THE SPACE. THE GENERAL CONTRACTOR SHALL EMPLOY THE SERVICES OF A FIRE SUPPRESSION CONTRACTOR TO MODIFY A FIRE SUPPRESSION SYSTEM FOR THE SPACE. THIS BUILDING SHALL BE FULLY SUPPRESSED W/ AN NFPA 13 SYSTEM. THE GENERAL CONTRACTOR SHALL EMPLOY THE SERVICES OF A FIRE / SMOKE ALARM AND DETECTION ENGINEER TO DESIGN/BUILD A MANUAL FIRE ALARM SYSTEM FOR THE BUILDING.
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23. STRUCTURAL COMPONENTS SHALL NOT BE REMOVED  STRUCTURAL COMPONENTS SHALL NOT BE REMOVED  OR MODIFIED WITHOUT THE APPROVAL OF THE  ARCHITECT. 24. PENETRATIONS PENETRATIONS PENETRATIONS THROUGH UNRATED ROOF/CEILING AND FLOOR/CEILING ASSEMBLIES SHALL HAVE THE ANNULAR SPACE AROUND THE PENETRATION FILLED IN ACCORDANCE WITH 2021 MBC 714.5 TO RESIST THE FREE 2021 MBC 714.5 TO RESIST THE FREE  TO RESIST THE FREE PASSAGE OF FLAME AND THE PRODUCTS OF COMBUSTION. 25.  PENETRATIONS THROUGH FIRE-RATED PENETRATIONS THROUGH FIRE-RATED ASSEMBLIES SHALL BE PROTECTED BY UL LISTED FIRE-STOPPING SYSTEMS IN ACCORDANCE WITH 2021 MBC 714. 26. SEE SHEET A-201 FOR LOCATIONS OF SOFFITS AND SEE SHEET A-201 FOR LOCATIONS OF SOFFITS AND BULKHEADS. 27. INTERIOR FINISHES SHALL CONFORM TO THE INTERIOR FINISHES SHALL CONFORM TO THE REQUIREMENTS OF 2021 MBC 803. INTERIOR EXIT STAIRWAYS, RAMPS AND EXIT PASSAGEWAYS SHALL HAVE A MINIMUM CLASS B WALL AND CEILING FINISHES - FLAME SPREAD INDEX 26-75; SMOKE DEVELOPED 0-450. CORRIDORS, ENCLOSURES FOR EXIT ACCESS STAIRWAYS AND RAMPS SHALL HAVE MINIMUM CLASS C WALL AND CEILING FINISHES - FLAME SPREAD OF 76-200; SMOKE-DEVELOPED 0-450. ROOMS AND ENCLOSED SPACES SHALL HAVE MINIMUM CLASS C  WALL AND CEILING FINISHES - FLAME SPREAD OF 76-200; SMOKE-DEVELOPED 0-450. 28. ALL FLOOR SURFACES SHALL BE SLIP RESISTANT AND ALL FLOOR SURFACES SHALL BE SLIP RESISTANT AND SECURELY ATTACHED IN ACCORDANCE WITH 2015 MBC 1003.4.  THE STATIC COEFFICIENT OF FRICTION FOR ALL FLOOR SURFACES SHALL BE 0.6 MINIMUM. 29. PROVIDE ADEQUATE CLEARANCES FOR SERVICING OF PROVIDE ADEQUATE CLEARANCES FOR SERVICING OF EQUIPMENT PER CODE. 30. PROVIDE ALL NECESSARY NAILERS, BLOCKING AND PROVIDE ALL NECESSARY NAILERS, BLOCKING AND GROUNDS AS REQUIRED TO SUPPORT HANDRAILS, GUARDRAILS, WINDOW COVERINGS, DOORSTOPS, WALL MOUNTED CABINETS, ETC. SET WORK PLUMB, LEVEL AND ACCURATELY CUT.  31. ALL WATER FAUCETS SHALL MEET ICC/ANSI ALL WATER FAUCETS SHALL MEET ICC/ANSI REQUIREMENT FOR OPERABLE PARTS - OPERABLE PARTS SHALL BE OPERABLE WITH ONE HAND AND SHALL NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST.  THE FORCE REQUIRED TO ACTIVATE OPERABLE PARTS SHALL BE 5 POUNDS MAXIMUM. 32. EACH PANE OF TEMPERED GLAZING SHALL BE EACH PANE OF TEMPERED GLAZING SHALL BE LABELED TO SPECIFY THE LABELER, THE SAFETY GLAZING STANDARD, THE TYPE AND THE THICKNESS. THE LABEL SHALL BE ACID-ETCHED, SAND BLASTED, CERAMIC FIRED, OR EMBOSSED, OR SHALL BE OF A TYPE THAT ONCE APPLIED CANNOT BE REMOVED WITHOUT BEING DESTROYED 33. ALL FIRE EXTINGUISHER LOCATIONS SHOWN ARE ALL FIRE EXTINGUISHER LOCATIONS SHOWN ARE APPROXIMATE. EXTINGUISHERS LOCATED IN PUBLIC AREAS SHALL BE INSTALLED IN SEMI-RECESSED CABINETS (PROJECTION NOT TO EXCEED 4"). EXTINGUISHERS IN NONPUBLIC AREAS (HVAC CLOSETS, STORAGE ROOMS, EQUIPMENT ROOMS) SHALL BE BRACKET-MOUNTED. ALL FIRE EXTINGUISHER LOCATIONS AND MOUNTING HEIGHTS SHALL BE APPROVED BY THE LOCAL FIRE MARSHAL PRIOR TO INSTALLATION.  34. INSTALL SUSPENDED CEILING GRID IN ACCORDANCE INSTALL SUSPENDED CEILING GRID IN ACCORDANCE WITH ASTM C636-96 "STANDARD PRACTICE FOR INSTALLATION OF METAL CEILING SUSPENSION SYSTEMS FOR ACOUSTICAL TILE AND LAY-IN PANELS". GRID WORK SHALL BE SUPPORTED W/ A MINIMUM OF 1-12 GA. HANGER WIRE TO STRUCTURE ABOVE AT 4'-0" O.C. EACH WAY. 35. BRAILLE EXIT SIGN PLACARDS TO BE LOCATED BRAILLE EXIT SIGN PLACARDS TO BE LOCATED ADJACENT TO EACH DOOR TO AN EGRESS STAIRWAY, AN EXIT PASSAGEWAY, AND THE EXIT DISCHARGE. IN ACCORDANCE WITH SECTION 1013.4 OF THE 2021 MBC AND COMPLYING WITH ICC A117.1. 36. CONTRACTOR SHALL PROVIDE ACCESS OR ACCESS CONTRACTOR SHALL PROVIDE ACCESS OR ACCESS PANELS TO ALL VALVES, DAMPERS AND OTHER NECESSARY UTILITY ADJUSTMENT ITEMS.  37. COORDINATE SIZE AND LOCATION OF OPENINGS AND COORDINATE SIZE AND LOCATION OF OPENINGS AND STEEL SUPPORTS FOR MECHANICAL EQUIPMENT PRIOR TO FABRICATION. 38. GYPSUM BOARD MATERIALS SHALL CONFORM TO THE GYPSUM BOARD MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF ASTM C1396. 39. GYPSUM BOARD MATERIALS USED IN FIRE RATED GYPSUM BOARD MATERIALS USED IN FIRE RATED ASSEMBLIES SHALL CONFORM TO THE REQUIREMENTS OF THE UL ASSEMBLIES LISTED. 40. APPLIANCES: APPLIANCES: 41. REFRIGERATOR SHALL BE FURNISHED BY OWNER AND REFRIGERATOR SHALL BE FURNISHED BY OWNER AND INSTALLED BY CONTRACTOR. 42. GARBAGE DISPOSAL WHEN CALLED FOR SHALL BE GARBAGE DISPOSAL WHEN CALLED FOR SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. 43. DISHWASHER WHEN CALLED FOR SHALL BE FURNISHED DISHWASHER WHEN CALLED FOR SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. CONTRACTOR SHALL PROVIDE $600.00 ALLOWANCE FOR DISHWASHER UNIT. 44. MICROWAVE WHEN CALLED FOR SHALL BE FURNISHED MICROWAVE WHEN CALLED FOR SHALL BE FURNISHED BY OWNER AND INSTALLED BY CONTRACTOR.
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CONTRACTOR SHALL PROVIDE QUOTES TO EITHER... 1. REMOVE ALL BREAK ROOM CABINETRY IN ENTIRETY AND PROVIDE QUOTE FOR NEW CABINETRY AND COUNTERTOPS 2. REMOVE ONLY THE DOORS OF ALL EXISTING BREAK ROOM UPPER CABINETS. PROVIDE QUOTE FOR PAINTING BOXES, NEW CABINET DOORS, NEW COUNTERTOP WITH NEW BASE CABINETS TO MATCH PER ELEVATION.
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CONTRACTOR SHALL PROVIDE QUOTES FOR: 1. REMOVING ONLY OPEN OFFICE WALLCOVERING AND PAINTING OVER EXISTING OFFICES WALLCOVERING. 2. REMOVING ALL EXISTING WALLCOVERING IN ITS REMOVING ALL EXISTING WALLCOVERING IN ITS ENTIRETY. 
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